AUTHENTICATED
U.S. GOVERNMENT
INFORMATION

GPO

§1730.64

(2) IDR policies must incorporate the
Institute of Electrical and Electronic
Engineers (IEEE): IEEE 1547T™M—Stand-
ard for Interconnecting Distributed Re-
sources with Electric Power Systems,
approved June 12, 2003, and IEEE
1547.1™—Standard Conformance Test
Procedures for Equipment Inter-
connecting Distributed Resources with
Electric Power Systems, approved June
9, 2005. Copies of the IEEE Standards
15647™ and 1547.1™ may be obtained
from the IEEE Operations Center, 445
Hoes Lane, Piscataway, NJ 08854-4141,
telephone 1-800-678-4333 or online at
hitp://www.standards.ieee.org. Copies of
the material are available for inspec-
tion during normal business hours at
RUS, Room 1265, U.S. Department of
Agriculture, Washington, DC 20250.
Telephone (202) 720-3720, e-mail Don-
ald.Junta@wdc.usda.gov, or at the Na-
tional Archives and Records Adminis-
tration (NARA). For information on
the availability of this material at
NARA, call 202-741-6030, or go to:http:/
www.archives.gov/federal register/
code of federal regulations/
ibr _locations.html.

(3) IDR policies must provide for ap-
propriate electric power system dis-
connect facilities, as determined by the
borrower, which shall include a lock-
able disconnect and a visible open, that
are readily accessible to and operable
by authorized personnel at all times.

(4) IDR policies must provide for bor-
rower access to the Distributed Re-
sources facility during normal business
hours and all emergency situations.

(c) Responsible Party obligations. IDR
policies must provide for appropriate
Responsible Parties to assume the fol-
lowing risks and responsibilities:

(1) A Responsible Party must agree
to maintain appropriate liability insur-
ance as outlined in the borrower’s
interconnection policy.

(2) A Responsible Party must be re-
sponsible for the Distributed Resources
compliance with all national, State,
local government requirements and
electric utility standards for the safety
of the public and personnel responsible
for utility electric power system oper-
ations, maintenance and repair.

(3) A Responsible Party must be re-
sponsible for the safe and effective op-
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eration and maintenance of the facil-
ity.

(4) Only Responsible Parties may
apply for interconnection and the Re-
sponsible Party must demonstrate that
the facility will be capably developed,
constructed and operated, maintained,
and repaired.

§1730.64 Power purchase agreements.

Nothing in this subpart requires the
borrower to enter into purchase power
arrangements with the owner of the
Distributed Resources.

§1730.65 Effective dates.

(a) All electric program borrowers
with an approved electric program loan
as of July 8, 2009 shall have an IDR pol-
icy board approved and in effect no
later than July 8, 2011.

(b) All other electric program bor-
rowers that have pending applications
or submit an application to the Agency
for financial assistance on or after July
8, 2009 shall provide a letter of certifi-
cation executed by the General Man-
ager that the borrower meets the re-
quirements of this subpart before such
loan may be approved.

§1730.66 Administrative waiver.

The Administrator may waive in all
or part, for good cause, the require-
ments and procedures of this subpart.

§§1730.67-1730.99 [Reserved]

§1730.100 OMB Control Number.

The Information collection require-
ments in this part are approved by the
Office of Management and Budget and
assigned OMB control number 0572—
0141.

APPENDIX A TO SUBPART B OF PART
1730—REVIEW RATING SUMMARY,
RUS ForM 300

Borrower Designation
Date Prepared

Ratings on form are:

0: Unsatisfactory—no records
1: Unsatisfactory—corrective action needed
2: Acceptable, but should be improved—see
attached recommendations
3: Satisfactory—no additional action re-
quired at this time
N/A: Not applicable
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